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Natatorium HVAC Equipment #2212
Addendum #2
Changes to Scope of Work – 3.12.13

· Paragraph 3.05-A Scope of Work:  Delete current paragraph and replace with the following:

· “Provide startup and performance testing service with factory technician at the jobsite for 3 days (8 hours/day) for each unit.”
· Paragraph 3.05-B:  Add to paragraph as follows:
· “Provide the startup checklist to the installing contractor for completion
of their startup checklist(s).  Provide a performance checklist to the installing contractor so that they can complete their performance checklist(s).  General contents of the startup and performance checklists shall be per the SMACNA “HVAC Commissioning Manual”, Level-1, “Basic Commissioning”, and as indicated below. Specific startup and checkout tasks shall be per manufacturer’s recommendations, the reference documentation provides the level of rigor for these activities.”
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