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NOTES:

1. FOR ADDITIONAL INFORMATION ON MIN. CLEARANCES REFER TO SNOHOMISH
COUNTY PUD CONSTRUCTION STANDARDS SECTION 4.

2. ALL FINAL INSTALLATION CLEARANCES FROM EXISTING UTILITIES MUST BE
APPROVED BY THE AFFECTED UTILITY.

35' MAX
MOUNTING

HEIGHT
6'

-0
"

7'
-2

"

9'
-2

"

5'
-0

"

5'
-2

"

7'
-2

"

STREET LIGHT
POLE OR OTHER

SUPPORTING
STRUCTURE

HORIZONTAL CLEARANCE

VERTICAL CLEARANCE

6'
-0

"

5'
-0

"

LUMINAIRE MOUNTING HEIGHT
AND UTILITY CLEARANCES

PUBLIC WORKS

NOTGNIHSAW
LYNNWOOD

TR-ILL-3-Luminaire-Mounting-Heights.dwg


	Sheets and Views
	TR-ILL-3-Luminaire-Mounting-Heights


