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NOTES:

#4 REBAR 12"
O.C. EW, CENTER
IN SLAB

#4 BAR
EACH CORNER

#4 BAR
EACH CORNER

#4 HOOP
AROUND TOP
OF 3.5" SLAB

12" USED AS
SIDEWALK IF
NEEDED

FRONT DOORS

REAR DOORS REAR DOORS

FRONT DOORS

STREET SIDE

PLAN

FOUNDATION PROFILE
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3 1

CAP CONDUITS FOR FUTURE CABINET INSTALLATION

CONDUIT FOR SIGNAL WIRING

2" CONDUIT, TYP.

APPROX 8'
GROUND ROD

CONDUIT FOR ITS AND COMMUNICATIONS

FRONT DOOR

1

2

3

IF 3.5" TOP SLAB IS NOT POURED
MONOLITHICALLY, ANCHOR AT 2' OC EA EDGE
SET 6" IN WITH #4 BAR, 4" EMBED TO LOWER
SLAB, 2" IN UPPER SLAB.

FOUNDATION & LAYOUT FOR FIBER
OPTIC, SIGNAL, UPS, AND/OR

POWER METER CABINETS
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